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{C 000} Initial Comments

Report of a Follow-Up Construction Survey by Ed
Mitler May 10, 2016,

‘The following deficiencies ciled during the
Construction Survey, have not been satisfactorily
corrected and will require a new Plan of
Carrection.

{C 188} Building Equipment Maintained Safe, Operating

SECTION .0300 - PHYSICAL PLANT
10ANCAC 13F 0311 OTHER
REQUIREMENTS

{a) The building and all fire safely, electrical,
rechanical, and plumbing equipment in an adult
i care home shall be maintained in a safe and

- operating condition,

| (K} This Rule shall apply to new and existing

i faciliies with the exception of Paragraph {e)
which shall not apply to existing facilities.

This Rule is not met as evidenced by

7. Based on observation, the building fire
protection equipment was not maintained to keep
the facility safe. This would affect all residents if
the systems failed to suppress a fire..

Findings include:
2} ltems are stored within 18" of sprinkler heads
in the Storage Rooms near D24 and B44.

{C 0oy

{C 189}

items have been removed
and are now below the
18" of zprinkler heads |
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